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4in
Type Temp HYDRAULICALLY DESIGNED SYSTEM DATA
2%in 56 RISER LOCATION Syst. Soacing (F) orif. DEN;IZTY De?fitgzr)n (/jrrea DEMAND BOR
Y, Y%, HC Ea Fir - () (in) | Sootnis | psiom | Flow(gom) | Press. (psi)
//) //) 2%5in perop
OG Section A (Marshalling Flow) / / 0.15 1500 302 127
e’e 2%4in Section A (Power Sound) / / 0.15 1500 330 140
0@ 49,51 4in From - .
HC Ea FIr Main C L | Section B (Concession Flow) / / 0.15 1500 385 142
ain Concourse Level
Section C (Basketball Flow) / / 0.15 1500 287 137
Section D (Weight Room) / / 0.15 1500 265 68
4in From Section A (Lobby Flow) / / 0.10 1500 344 147
Founder Level Section B (Lobby Flow) / / 0.10 1500 375 150
Section C (Marshalling Flow) / / 0.15 1500 411 138
Section D (Boiling Room) / / 0.20 3000 722 71
Section D (Chiller Room) / / 0.20 3000 688 141
Section A (Seating Area) / / 0.1 1500 306 144
Section B (Seating Area) / / 0.1 1500 337 136
Section C (Seating Area) / / 0.1 1500 325 96
é’ Q Section D (Seating Area) / / 0.1 1500 343.4 105
Qs Qs Section A (Concourse Spklr) / / 0.10 1500 457.9 143.1
~ ~ Section B (Commissary Flow) / / 0.15 1500 504.5 114.5
Section C (Concourse Spkir) / / 0.10 1500 4771 133.6
Section D (Concourse Spkir) / / 0.10 1500 501.5 125.4
Section A & D-Halo @ Balcon / / 0.15 1500 652.5 137.3
Section B & C-Halo @ Balcon / / 0.15 1500 663.1 142.9
Admin Bldg / / 0.10 1500 423 123
REVISIONS
LINDEN ST DR | CH DATE CHANGES MADE
CRD Aug-5-09 For Interim Risk Evaluation of D. Kiser Jul-16-09
MSS Feb-16-06 For First Baseline Risk Evaluation of R.J. Muren, May-9-05

City of Memphis, Tennessee.
The County of Shelby

"Tennessee, Tennessee Hoops, LLP"
Memphis, Tennessee
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